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ENGLISH
1 Installation in Hazardous Location

1.1 General

Model working range Ø-probe
T1 - wall mount

-40...60°C (-40...140°F) 12mm (0.47“)T3 - remote sensing probe with fixed cable
T23 - remote sensing probe with M12 connector

The EE100EX intrinsically safe sensor may be installed directly in the explosion hazard area, in gas up 
to EPL Gb, Zone 1. It features two galvanic isolated 4…20mA two-wire (loop powered) outputs and may 
be supplied only by an intrinsically safe power unit or via zener barriers.

It is available in models, wall mount, fixed remote sensing probe and pluggable remote sensing probe. 
At the fixed remote cable version, do not cut, shorten nor extend the probe cable. The pluggable remote 
sensing probe allows any E+E M12 connection cable length < 3m.

1.1.1 EE100Ex Marking

The EE100Ex is characterised by the approval certificate. The exact equipment rating together with the 
certificate number is printed on the hazard label (Ex marking). 

Hazardous Label

Product Label

EE100Ex product label (Example)ATEX / IECEx hazardous label
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1.2 Environment Conditions
Devices in explosion-hazard areas are only permitted to operate under following environment  
conditions:

• -40 °C (-40 °F)	 ≤	T	≤	 60	°C (140 °F)
• 0.8 bar (12 psi)	 ≤	p	≤	 1.1	bar	(16 psi)
• Air with normal oxygen, typically 21 % (V/V)

In an explosion-hazard area, the EE100Ex may only be powered via intrinsically safe power supply 
devices or protective barriers. Even if only the measurement probe is installed in the explosion hazard 
area, the EE100Ex must be supplied using intrinsically safe equipment.
The rules for the interconnection of intrinsically safe electrical devices according to EN60079-14, 
EN60079-25 and IEC60079-14, IEC60079-25 (proof of intrinsic safety in the system description) as well 
as all national requirements shall be observed at all times.

EE100Ex is certified to the standard requirements according to EN60079-11 „ia“. Usage is only  
permitted in EPL Gb, Zone 1 due to the aluminium enclosure.

Each EE100Ex is provided with its manufacturing date, which is located on the hazard designation label 
after the “series” (version), as follows:

CCYYYY: CC  calender week  
 YYYY year

1.3 Certifications
EUROPE (ATEX):
The EE100Ex sensor fulfils the ATEX directive 2014/34/EU for intrinsically safe operating equipment 
according to the standards:

• EN 60079-0:2012
• EN 60079-11:2012

The EU type approval test has been performed by TÜV SÜD Product Service GmbH.

Certified to EU type approval test TPS 19 ATEX 038892 0008 X

Entity parameters: Ui = 28V; Ii = 100mA; Pi: = 700mW; Ci = 2,2nF; Li ≈ 0mH

Ex-Designation

       II 2G Ex ia IIB T4 Gb

INTERNATIONAL (IECEX):
IECEx approval according following standards:

• IEC 60079-0:2011
• IEC 60079-11:2011

The Certificate of Conformity has been issued by TÜV SÜD Product Service GmbH.

Certificate No.: IECEx TPS 18.0014 X 

Entity parameters: Ui = 28Vdc; Ii = 100mA; Pi = 700mW; Ci = 2,2nF; Li = 0mH

Ex-Designation 

Ex ia IIB T4 Gb
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1.4 Installation for Equipment Category 2 and 3 (Zone 1 and 2)
For equipment category 2 and 3, the EE100Ex may only be powered via intrinsically safe power supply 
devices or protective barriers.

The EE100Ex is a 2-wire, loop powered measurement device. Channel 1 (CH1) and channel 2 (CH2) 
must be galvanic isolated from each other during operation.

The entire EE100Ex including the sensing probe must be installed within the same classified Zone / 
category. The probe may not be installed in a Zone bushing. 

EE100Ex wall mount: 1 channel with intrinsically safe power supply device:

+
-

L+
L-

+
-

+
-

4-20mA ia

CH1

hazardous area

temperature class: T4...T1

non-hazardous area
Zone 1,2 

intrinsically safe 
supply unit 

 

supply voltage

controller

Fig. 1 Wall mount installation

EE100Ex with remote probe: 2 channels with intrinsically safe power supply device:

4-20 mA ia

4-20 mA ia

+
-

L+
L-

+
-

+
-

+
-

+
-

hazardous area non-hazardous area
Zone 1, 2 

intrinsically safe 
 

transmitter supply unit 

supply voltage

controller

temperature class: T4...T1

Fig. 2 Remote probe installation
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2 Electrical Connection

2.1 General
Channel 1 must always be connected, while channel 2 may by connected only if required. 
According the ordering guide in datasheet, assign to channel 1 the most relevant measurand  
parameter. 

It is essential that installation, electrical connection, commissioning, operation and maintenance in 
explosion hazard areas are only carried out by trained, specialized staff, authorised to do so by the 
system operator.

For installation in an explosion hazard area, it is essential to ensure that all relevant standards are  
observed. The standards EN60079-14, EN60079-25 or IEC60079-14, IEC60079-25 apply for  
installation, while EN60079-17 or IEC60079-17 and EN60079-19 or IEC60079-19 for repair and main-
tenance. All relevant national and local regulations shall be observed as well.

The EE100Ex is a 2-wire, loop powered measurement device. Both current outputs are galvanic 
isolated. 

EE100Ex complies with the requirements of EN60079-11 chapter 6.3.13. It is 500 V voltage proofed 
between the electrical circuits of CH1 and CH2 and both circuits to the enclosure.

The free ends of the connection cables shall be fitted with appropriate end sleeves. The distance bet-
ween the two leads of an output channel when fixed into terminals must be at least 2 mm (0.08“). The 
distance between the wire-ends from channel 1 and channel 2 must be at least 6mm (0.2“).  

Changes to the probe cable of model T3 are not permitted. The E+E cable must be used for model T23

2.2 Connecting Cable
The connection cable between EE100EX and the intrinsically safe power supply or zener barriers must 
comply with the requirements of IEC/EN60079-14, IEC/EN60079-25 for IECEx and ATEX:

• Maximum cross-section 1.5mm² (0.02 sq.in.)
• Single stranded wire diameter: ≥ 0.1mm (0.004“)
• Test voltage wire-wire: ≥ 500V AC eff.
• Test voltage wire-shield (for shielded cable): ≥ 500V AC eff.
• Cable inductivity, cable capacity and conductor resistance are to be evaluated  

with respect to intrinsic safety
• Flame-resistant acc. to IEC60332-1-2

	 Example of connection cable which meets these requirements:  
 ÖLFLEX® EB CY manufactured by LAPP KABEL.

Additional requirements if both channels (CH1, CH2) are connected using a single cable with 4 
leads:
• The test voltage wire-wire  ≥ 1000V AC eff.
• Radial thickness of the insulation ≥ 0.2mm (0.008“).
• The nominal voltage must be 500V AC eff.
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2.3 Wiring Example with Intrinsically Safe Supply Unit

+
-

L+

L-

+

-

+

-

+

-

+
+

-
-

+

-

non-hazardous areahazardous area

intrinsically safe
 supply unit

 

supply voltage

Controller

CH2

CH2

CH1

CH1

l

l

I = 4...20 mA

I = 4...20 mA

Systemground

Fig. 3 Wiring example

2.4 Grounding and Potential Equalization
The EE100Ex must be integrated into the potential equalization in order to avoid hazards from  
electrostatic charges. The standards EN60079-14, EN60079-25 or IEC60079-14, IEC60079-25  
must be observed.

The cross-section of the grounding conductor or of the potential equalization connection must be 
min 4 mm² (0.06 sq.in). The EE100Ex features a grounding port on the exterior of the enclosure.  
With stranded wires, the cable ends should be fitted with suitable wire-end sleeves.

The resistance of the ground connection of the intrinsically safe barrier must be max. 1 ohm.

Potential equalization connection: wire cross-section ≤ 4 mm²

Internal grounding ports:  wire cross-section ≤ 1.5 mm²

Fig. 4 Grounding and potential equalization
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3 Configuration and Adjustment
The configuration and adjustment of the EE100Ex is only permitted outside the hazard area.

Connection of CH1 or CH2 is NOT allowed for communication, see connection example below:

PC

DO NOT CONNECT

Connection cable - HA011068

Configuration adapter - EE-PCA

USB:

Fig. 5 Adjustment and configuration

4 Maintenance
Operation and maintenance in explosion hazard area may be performed only by trained specialist  
personnel authorised to do so by the system operator. 

The standards EN60079-17 or IEC60079-17, EN60079-19 or IEC60079-19 as well as all relevant natio-
nal regulations shall be observed for maintenance and repair work in explosion hazard areas.

When employed in dusty, polluted environment: 
• The filter cap shall be replaced once in a while with an E+E original one. A polluted filter cap causes 

longer response time of the device. 
• If needed, the sensing head can be cleaned. For cleaning instructions 

please see www.epluse.com/ee100ex.

The cleaning of the sensing element may be only performed in a non-hazardous area. 
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DEUTSCH
1 Installation im explosionsgefährdeten Bereich

1.1 Allgemein

Modell Einsatzbereich Ø-Fühler
T1 - Wandmontage

-40...60°C (-40...140°F) 12mm (0.47“)T3 - abgesetzter Fühler mit fixem Verbindungskabel
T23 - abgesetzter Fühler mit M12 Stecker

Er verfügt über zwei galvanisch getrennte 4...20mA 2-Draht Ausgänge (loop powered) und darf nur von 
einem eigensicheren Speisegerät oder über Zenerbarrieren versorgt werden. Der EE100Ex ist in den 
Ausführungen Wandmontage, abgesetzter Fühler mit fixem Verbindungskabel und abgesetzter Fühler 
mit M12 Stecker verfügbar. Bei der Version abgesetzter Fühler mit fixem Verbindungskabel darf das 
Fühlerkabel nicht geschnitten, gekürzt oder verlängert werden. Der abgesetzte Fühler mit M12 Stecker 
ermöglicht eine beliebige Kabellänge bis zu 3 Meter (Achtung: Nur original E+E Verbindungskabel 
verwenden).

1.1.1 EE100Ex Kennzeichnung

Der EE100Ex ist durch die Zulassungsbescheinigung gekennzeichnet. Die genaue Ex-Kennzeichnung 
mit der Zertifikatsnummer ist auf dem Ex-Etikett ersichtlich. 

Ex-Etikett

Produktetikett

EE100Ex Produktetikett (Beispiel)ATEX / IECEx Ex-Etikett
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1.2 Umgebungsbedingungen
Geräte in explosionsgefährdeten Bereichen dürfen nur unter atmosphärischen Bedingungen betrieben 
werden:

• -40 °C (-40 °F)	 ≤	T	≤	 60	°C (140 °F)
• 0.8 bar (12 psi)	 ≤	p	≤	 1.1	bar	(16 psi)
• In Luft mit üblicherweise 21 % (V/V)

Bei der Durchführung von Messungen in explosionsgefährdeten Bereichen muss der Anschluss des 
EE100Ex stets über eigensichere Speisegeräte oder Sicherheitsbarrieren erfolgen. Selbst wenn nur der 
Messfühler im Ex Bereich eingebaut ist, muss der gesamte EE100Ex eigensicher versorgt werden.
Es sind die Richtlinien für die Zusammenschaltung von eigensicheren Stromkreisen nach EN60079-14, 
EN60079-25 and IEC60079-14, IEC60079-25 (Nachweis der Eigensicherheit in der System- 
beschreibung) und nationale Anforderungen zu befolgen.

Der EE100Ex ist nach den Normanforderungen gemäß EN60079-11 „ia“ zertifiziert. Die Verwendung ist 
aufgrund des Aluminiumgehäuses allerdings nur in EPL Gb, Zone 1 zulässig.

Jeder EE100Ex ist mit seinem Produktionsdatum versehen. Auf dem Typenschild ist nach der Serie das 
Produktionsdatum in folgender Formatierung abgebildet.

CCYYYY: CC  calender week  
 YYYY year

1.3 Zertifizierung
EUROPA (ATEX):
Der EE100Ex erfüllt die ATEX Richtline 2014/34/EU für eigensichere Betriebsmittel  
gemäß der Richtlinien:

• EN 60079-0:2012
• EN 60079-11:2012

Die EU-Baumusterprüfung wurde durch den TÜV SÜD Product Service GmbH vorgenommen.

Bescheinigung gemäß EU Baumusterprüfbescheinigung TPS 19 ATEX 038892 0008 X

Sicherheitstechnische Kennwerte: Ui = 28V; Ii = 100mA; Pi: = 700mW; Ci = 2,2nF; Li ≈ 0mH

Ex-Kennzeichnung

       II 2G Ex ia IIB T4 Gb

INTERNATIONAL (IECEX):
IECEx Zulassung gemäß folgender Richtlinien:

• IEC 60079-0:2011
• IEC 60079-11:2011

Das Konformitätszertifikat wurde von TÜV SÜD Product Service GmbH ausgestellt.

Zertifikatsnummer.: IECEx TPS 18.0014 X 

Sicherheitstechnische Kennwerte: Ui = 28Vdc; Ii = 100mA; Pi = 700mW; Ci = 2,2nF; Li = 0mH

Ex-Kennzeichnung 

Ex ia IIB T4 Gb
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1.4 Montage in Kategorie 2 und 3 (Zone 1 und 2)
Für die Versorgung des EE100Ex in der Kategorie 2 und 3 sind nur eigensichere Speisegeräte und 
Sicherheitsbarrieren zugelassen.

Der EE100Ex ist als 2-Draht stromschleifen Messgerät. Kanal 1 (CH1) und Kanal 2 (CH2) müssen 
sicher galvanisch getrennt voneinander betrieben werden.

Der gesamte EE100Ex einschließlich des Fühlers muss in derselben klassifizierten Zone / Kategorie 
installiert werden. Der Fühler darf nicht in einer Zonendurchführung installiert werden. 

EE100Ex Wandmontage: 1 Kanal über eigensicheres Speisegerät:

+
-

L+

L-

+

-

+

-
4-20mA ia

CH1

explosionsgefährdeter Bereich

Termperaturklasse: T4...T1

sicherer Bereich
Zone 1, 2 

eigensicheres 
Speisegerät 

 

Spannungsversorgung

Steuerung

Abb. 1 Wandmontage

EE100Ex mit abgesetztem Fühler: 2 Kanäle über eigensicheres Speisegerät::

4-20 mA ia

4-20 mA ia

+
-

L+

L-

+

-

+

-

+

-

+

-

explosionsgefährdeter Bereich sicherer Bereich
Zone 1, 2 

eigensicheres 
Speisegerät 

 

Termperaturklasse: T4...T1

Spannungsversorgung

Steuerung

Abb. 2 Montage mit abgesetztem Fühler
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2 Elektrische Anschlüsse

2.1 Allgemein
Kanal 1 muss immer angeschlossen sein, während Kanal 2 nur bei Bedarf angeschlossen werden 
kann. Kanal 1 wird die wichtigeste Messgröße zugewiesen (siehe Bestellinformation im Datenblatt).

Montage, elektrischer Anschluss, Inbetriebnahme, Bedienung und Wartung im Ex Bereich darf nur 
durch ausgebildetes Fachpersonal erfolgen, das vom Anlagenbetreiber dazu autorisiert wurde.

Für die Installation im explosionsgefährdeten Bereich, muss sichergestellt sein, dass alle relevanten 
Standards eingehalten werden. Hierbei sind die Normen EN60079-14, EN600079-25 oder 
IEC60079-14, IEC60079-25 anzuwenden, für die Reparatur und Wartung gelten die Normen  
EN60079-17 oder ICE60079-17 und EN60079-19 oder ICE60079-19 auch sind die jeweiligen  
nationalen Vorschriften anzuwenden.

Der EE100Ex ist als 2-Draht stromschleifen Messgerät konzipiert. Die beiden Ausgänge sind galvanisch 
voneinander getrennt.

Der EE100Ex erfüllt die Anforderungen der EN60079-11 Kapitel 6.3.13. Er ist 500 V spannungssicher 
zwischen den elektrischen Schaltungen von CH1 und CH2 und beiden Schaltungen zum Gehäuse.

Kabelenden müssen mit passenden Aderendhülsen versehen werden. Nach dem Anschluss in der 
Klemmen muss zwischen den Adern mindestens 2mm (0,08“) und zwischen den Kanälen 1 und 2 min. 
6mm (0,2“) Luftstrecke sein.

Änderungen am Fühlerkabel des Modells T3 sind nicht zulässig. Für das Modell T23 ist das original 
E+E Verbindungskabel zu verwenden.

2.2 Anschlusskabel
Das Anschlusskabel zwischen EE100EX und der eigensicheren Stromversorgung oder Sicherheits- 
barriere muss die Anforderungen der IEC/EN60079-14, IEC/EN60079-25 für IECEx und ATEX erfüllen:

• Maximaler Querschnitt 1.5mm² (0.02 sq.in.)
• Einzel-Litzendurchmesser: ≥ 0.1mm (0.004“)
• Prüfspannung Ader-Ader: ≥ 500V AC eff.
• Prüfspannung Ader-Schirm (falls ein Kabel mit Schirm verwendet wird): ≥ 500V AC eff.
• Kabelinduktivität, Kabelkapazität und Leitwiderstand sind im Nachweis  

der Eigensicherheit zu bewerten
• Flammwidrig nach IEC60332-1-2

	 Kabel ÖLFLEX® EB CY vom Hersteller LAPP KABEL erfüllt diese Anforderung 
 auf Anfrage beim Hersteller.

Zusätzliche Anforderungen, wenn beide Kanäle (CH1, CH2) in einem gemeinsamen 
Kabel angeschlossen werden:

• Die Prüfspannung Ader-Ader: muss ≥ 1000V AC eff. betragen
• Die radiale Dicke der Isolierung muss ≥ 0,2mm (0.008“) sein.
• Die Leiterisolierung muss 500V AC eff. standhalten
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2.3 Verdrahtungsbeispiel mit eigensicherem Speisegerät

+
-

L+

L-

+

-

+

-

+

-

+
+

-
-

+

-

sicherer Bereichexplosionsgefährdeter Bereich

eigensicheres 
Speisegerät 

 

Spannungsversorgung

Steuerung

CH2

CH2

CH1

CH1

l

l

I = 4...20 mA

I = 4...20 mA

Systemground

Abb. 3 Verdrahtungsbeispiel

2.4 Erdung und Potentialausgleich
Der EE100Ex muss in den Potentialausgleich eingebunden werden, um Gefahren elektrostatischer 
Aufladung zu vermeiden. Es sind die Anforderungen der Normen EN60079-14, EN600079-25 oder 
IEC60079-14, ICE60079-25 zu erfüllen. 

Die Erdungs- oder Potentialausgleichsleitung muss einen Querschnitt von 4mm² (0.06 sq.in) aufweisen.  
Der EE100Ex verfügt an der Außenseite des Gehäuses über einen Erdungsanschluss. Bei Litzen- 
leitungen sind die Kabelenden mit passenden Aderendhülsen zu versehen 

Der Erdungswiderstand der eigensicheren Sicherheitsbarrieren muss weniger als 1 ohm betragen.

Anschluss Potentialausgleich: Kabelquerschnitt ≤ 4 mm²

Interner Erdungsanschluss: Kabelquerschnitt ≤ 1.5 mm²

Abb. 4 Erdung und Potentialausgleich
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3 Konfiguration und Justage
Die Konfiguration und Justage des EE100Ex ist nur außerhalb des Gefahrenbereichs zulässig.

Der Anschluss von CH1 oder CH2 ist für Kommunikationszwecke NICHT erlaubt, siehe Anschluss- 
beispiel unten:

PC

DO NOT CONNECT

Verbindungskabel - HA011068

Konfigurationsadapter - EE-PCA

USB:

Abb. 5 Anschlussbeispiel Konfiguration und Justage

4 Wartung
Bedienung und Wartung des Gerätes im Ex Bereich darf nur durch ausgebildetes Fachpersonal erfol-
gen, das vom Anlagenbetreiber dazu autorisiert wurde.

Für Wartungs- und Reparaturarbeiten im explosionsgefährdeten Bereich sind die Normen  
EN60079-17 oder IEC60079-17, EN60079-19 oder IEC60079-19 und die jeweiligen nationale  
Vorschriften anzuwenden.

Bei Einsatz in staubiger, verschmutzter Umgebung: 
• Die Filterkappe ist hin und wieder durch eine E+E Originalkappe zu ersetzen. Eine verschmutzte 

Filterkappe führt zu einer längeren Ansprechzeit des Gerätes.  
• Bei Bedarf kann der Sensorkopf gereinigt werden.  

(Reinigungshinweise siehe www.epluse.com/ee100ex)

Die Reinigung des Sensorelements darf nur in einem nicht explosionsgefährdeten Bereich  
durchgeführt werden.
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CERTIFICATES / ZERTIFIKATE
1 ATEX Certificate
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2 EU Declaration of Conformity
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3 IECEX Certificate of Conformity - COC
Further information see www.iecex.com
or our website www.epluse.com/ee100ex
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